
SITE

BLOCK

BUILDING

ON SITE CONTACT & CONTACT NUMBER

PANEL TYPE W

BATTERY TYPE X

DETECTOR TYPE R

BGU TYPE A

SOUNDER TYPE AA

ADDRESSABLE / CONVENTIONAL N

SPECIAL INFORMATION
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Zone LOCATION S / D H / D BGU BELL I / O OTHER Q1 Q2 Q3 Q4

1 Ground Floor Main Entrance √ W

1 Ground Floor Main Entrance √ W

1 Ground Floor Ladies Toilet √ W

1 Ground Floor Gents Toilet √ W

1 First Floor Stairs √ W

1 First Floor Stairs √

2 Ground Floor Office Open Plan √ W

2 Ground Floor Office Open Plan √ W

2 Ground Floor Office Cellular Office 1 √ W

2 Ground Floor Office Cellular Office 2 √

2 Ground Floor Office Canteen √

2 Ground Floor Office Canteen √

2 Ground Floor Office Kitchenette √ √ W

3 Ware House Office Side √

3 Ware House Office Side √ W

3 Ware House Car Park Side √

3 Ware House Car Park Side √

3 Ware House Car Park Side Exit Door √

4 First Floor Open Plan Office √

4 First Floor Open Plan Office √ W

4 First Floor Open Cellular Office 1 √ W

4 First Floor Open Cellular Office 2 √

Sounder Circuit LOCATION S / D H / D BGU BELL I / O OTHER Q1 Q2 Q3 Q4

1 Ground Floor Main Entrance External √ W W

2 Ground Floor Main Entrance  √ W W

1 Ground Floor Open Plan Office √ W W

1 Ground Floor Office Cellular Office 1 √ W W

2 Ground Floor Office Cellular Office 2 √ W W

2 Ground Floor Office Canteen √ W W

1 Ware House Office Side √ W W

1 First Floor Open Plan Office √ W W

2 First Floor Open Cellular Office 1 √ W W

2 First Floor Open Cellular Office 2 √ W W

ACCESS REQUIRED

ACCESS ATTEMPTEDRoshni Sounder and Cranford External Sounder Strobe

FIRE ALARM INSPECTION REPORT

Apollo S65

GENT Xenex 4 Zone 

2x 2.1ah

SRS Office 

Unit 1 Northwest Business Park

Unit 1 Northwest Business Park

Joe Bloggs 01 234567

Conventional 

Key

WORKING

Conventional 

Digi Monitored 

NOT WORKING

REPLACED

NOT CHECKED
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